KINCAID & ASSOCIATES, PC

Consulting Engineers

Mechanica! ¢ Electrical » Plumbing e Fire Protection » Value Engineering

P.O. Box 3476 828 Main Street, Suile 1402 phone: 434-455-1560
Lynchburg, Virginia 24503 Lynchburg, Virginia 24504 fax: 434-455-1561
To: All Document Holders

From: KINCAID & ASSOCIATES, PC

Date: August 30, 2010

Comm. No.: 10012

Project: DBVI Azalea Avenue Campus — Replace Fire Alarm System in Five (5) Buildings
Project Code: 702-13942-29

RE: Addendum No. 2

Gentlemen:

Enclosed for your information is a copy of Addendum Ne. 2, including changes and modifications to the
Specifications and Drawings, for the above referenced project.

Please attach this addendum to all copies of the Contract Documents in your possession so that they
may be brought up-to-date,

Acknowledgment of receipt of this addendum is required on the Bid Form.

Sincerely,
KINCcAID & ASSOCIATES, PC

David A. Kincaid, PE

Enclosure



KINCAID & ASSOCIATES, PC

Consulting Engineers

Mechanical ¢ Electrical » Plumbing e Fire Protection » Value Engineering

P.O. Box 3476 828 Main Street, Suite 1402 phone: 434-455-1560
Lynchburg, Virginia 24503 Lynchburg, Virginia 24504 fax: 434-455-1561
To: All Document Holders

From: KINCAID & ASSOCIATES, PC

Date: August 30, 2010

Comm. No.: 10012

Project: DBVI Azalea Avenue Campus — Replace Fire Alarm System in Five (5) Buildings
Project Code: 702-13942-29

RE: Addendum No. 2

At the time of submission of bids, written acknowiedgment of receipt of this Addendum by the Bidder shall
be made in the appropriate blank on the Bid Form.

This Addendum has been issued to all Document Holders on record with our office. Bidders shall see
that all Sub-Contractors are properly notified of the applicable provisions herein.

The information in this Addendum supersedes any contradictory information or omission set forth in the
Contract Documents, including all previous addendums.

End of ADDENDUM NO, 2



Addendum No. 2 dated August 30, 2010, to Bidding Documents for
Department for the Blind and Vision Impaired — Richmond, VA: Replace
Fire Alarm System in Five (5} Buildings at the Azalea Avenue Campus,
Plans and Specifications dated August 4, 2010, K&A File No. 10012.

TO: PLAN HOLDERS OF RECORD
FROM: KINCAID & ASSOCIATES, PC

828 Main Street, Suite 1402
Lynchburg, VA 24504

This Addendum forms a part of the Contract Documents and modifies the
Plans and Specifications dated August 4, 2010, as noted below.
Acknowledge receipt of this Addendum on the Bid Form. Failure to do so
may subject Bidder to disqualification.

SPECIFICATIONS

SECTION 13850 - NETWORKED FIRE ALARM SYSTEM -~ PARAGRAPH 3.2
B.
Revise as follows:

B. Provide UL listed plenum cable above ceilings. Provide cable in
surface metal raceway as Specified in Section 16130 “Raceways and
Boxes” on exposed finished surfaces. Provide cable in EMT in exposed
unfinished areas.

DRAWINGS

E5, E7, and E15: see atfached sketches SKE-1, SKE-2, and SKE-3 (See
attached).

E1: Add the following General Note 13:

13. Existing raceways may be reused if properly supported. Remove
all existing raceways, boxes, etc. where existing equipment or devices
are removed. Cut off raceways embedded in masonry and fill and
finish to match adjacent surface.

E15: Add the following General Note 3:
3. Fiber optic cable is installed on the Campus to each building other

than Dining Hall (refer to Construction Note 3 this sheet). The
contractor shall provide fiber optic cable within the building from the



fire alarm control panel to the existing fiber optic cable. The
Contractor shall terminate the fiber optic cable.

PRE-BID QUESTIONS

1.

Question Re E8, E17, E18, & E19: The Drawings above show individual
DACTSs in each of the five network nodes. Since this installation will be an UL
listed network can we have just one panel include a DACT for transmission?
This will reduce equipment cost, monthly phone line charges, and annual
monitoring fees.

Response: No. BCOM has ruled that in a campus installation such as this
each building requires a DACT.

Question Section 13850 Paragraph 3.2B: Is the new system to be installed in
100% conduit? Code allows for instaliation of Free-run cable in concealed
spaces. Can we run free run cable in concealed space, such as in walls,
above drop ceiling, and in high ceiling bar joist? All surface mount wiring will
be run in conduit.

Response: See Specification revision above.

Question Re E19: Riser shows Annunciator, Floor plan does not. Is there a
requirement for an annunciator in the Library?
Response: Yes. See attached Sketch SKE-1.

Question Re E5 & E15; These drawings show the two Campus Monitoring
Fire Alarm Control Panel and the Campus Monitoring Fire Alarm Annunciator
side-by-side. If the Campus Monitoring Fire Alarm Control Panel has a
display then the Campus Monitoring Fire Alarm Annunciator would be a
duplicate display. Can we delete the annunciator if the FACP has the
capability of a display?

Response: No. A separale annunciator is required as indicated. See
Skefches for revised control panel locations.

Question Re Section 13850 Paragraph 2.3 A & i: Specification calls for LCD
or VGA display. 2.3 | describes the network graphic annunciator as a 1/4
VGA touch screen. s the network annunciafor to be touch screen or can we
use the considerably less expensive LCD display? Also, will both network
displays be the same?

Response: The Confrol Panel may have either type as stated. The network
annunciators shall be graphic as stated in 2.3 I. Both network annunciators
shall be the same.

Question Re Section 13850 Paragraphs 2.6 M & N: Remote annunciators
from individual building control panels are listed as graphic and LCD. Can we
use the considerably less expensive LCD type annunciator?



Response: See response fto question 5 above. The cited paragraphs do not
both apply to the individual building annunciators, onfy paragraph N.

7. Question: Please confirm that the new fire alarm system needs to be fully
operational and tested prior to decommissioning and removal of the existing
systems, per each building.

Response: The Confractor may, at his option, either keep the existing fire
alarm system operational or provide a 24 hour fire watch.

8. Question: Does the abandoned conduit system from the removed systems
need to be removed from the exposed areas?
Response: See added General Note 13 to E1 above.,

9. Question: Can open cabling be used in concealed areas or is a complete
conduit system required?
Response: See Specification13850 revision above.

10.Question Re 13850 Paragraph 1.4.C.6.a. Will the Owner provide required
fiber optic cable for communications between fire alarm panels and network
annunciator?
Response: See Add General Note 3 to E15 above.

11.Question Re 13850 Paragraph 2.4: Is a printer to be provided? Where will it
be located?
Response: No, printers are not required.

12.Question Re 13850 Paragraph |: Network Graphic Annunciator. If custom
graphics. 1/4 VGA touchscreen which will permit uploading of custom bit-
mapped graphics to display screen. This will require a computer with
touchscreen. If this is required where will the computer be located?
Response: The Network Graphic Annunciafor is Specified to be a complete
unit. A computer is only required to upload the cited graphic.

13.Question Re 13850 Paragraph 1.5: Will the fire alarm contractor have to
have his shop drawings stamped and sealed by a Professional Engineer
before the drawings are sent to Kincaid & Associates for review?
Response: Refer to Paragraph 1.5 and subparagraphs for submittal
requirements.

END OF ADDENDUM NO. 2



DGS-30-272
(Rev. 02/01)
PREBID QUESTION FORM

{Use separate Form for each question submitted.)
Date: ___08/20/10__
Project: Replace Fire Alarm Systems in Five (5) Buildings
PCi# 702-13942-29
The following question concerns Drawing Sheet (number) E8, E17, E18,E19_:

Drawings above show individual DACTSs in each of the five network nodes.

Since this installation will be an UL listed network can we have just one panel include

a DACT for transmission? This will reduce equipnient cost, monthly phone tine

charges, and annual monitoring fees,

The following question concerns Specifications Section (number) s
page , paragraph ,

All responses to questions will be made by Addendum.

Question submitted by: David Herrmann SimplexGrinnell LP
Name Organization
Mail Form To: KINCAID & ASSOCIATES,
828 Main Street,
Suite 1402,
Lynchburg, Virginia 24504
or FAX to: (434) 455-1561




DGS-30-272
(Rev. 02/01)

PREBID QUESTION FORM

{Use separate Fonn for each question submitied.)
Date: ___08/20/10_
Project: Replace Fire Alarm Systems in Five (5) Buildings
PC# 702-13942-29

The following question concerns Drawing Sheet (number)

The following question concerns Specifications Section {number) 13850 \
page 19 , paragraph 3.2B ,

Is the new system to be instalied in 100% conduit? Code allows for installation of

Free-run cable in concealed spaces. Can we run free run cable in concealed space, such

as in walls, above drop ceiling, and in high ceiling bar joist? All surface mount wiring will

be run in conduit.

All responses to questions will be made by Addendum.

Question subniitted by: David Herrmann SimplexGrinnell I.P
Naine Organization
Mail Form To: KINCAID & ASSOCIATES,
828 Main Strest,
Suite 1402,
Lynchburg, Virginia 24504
or FAX to: {434) 455-1561




DGS-30-272
(Rev. 02/01)
PREBID QUESTION FORM

{Use separate Form for each question submitted.}
Date: __ 08/20/10
Project: Replace Fire Alarm Systems in Five (5) Buildings
PC# 702-13942-29

The following guestion concerns Drawing Sheet (number) EI19

Riser shows Annunciator, Floor plan does not. Is there a reguirement for an annunciator

in the Library?
- The following question concerns Specifications Section (number) ,
page , paragraph )

All responses to questions will be made by Addendum,

Question submitted by: David Herrmann SimplexGrinnell LP
Name Organization
Mail Form To: KINCAID & ASSOCIATES,
828 Main Street,
Suite 1402,
Lynchburg, Virginia 24504
or FAX to; (434) 455-1561




DGS-30-272
{Rev. 02/01)
PREBID QUESTION FORM
{Use separate Fonm for each question submitted.)
Date:  08/20/10
Project: Replace Fire Alarm Systems in Five (5) Buildings
PC# 702-13942-29

The following question concerns Drawing Sheet (number) E5 & E1S :

These drawings show the two Campus Monitoring Fire Alarm Controf Panel and the

Campus Monitoring Fire Alarm Annunciator side-by-side. If the Campus Monitoring

Fire Alarm Confrol Panel has a display then the Campus Monitoring Fire Alarm Annunciator

would be a duplicate display. Can we delete the annunciator if the FACP has the capability

of a display?

The following question concerns Specifications Section (number) ,
page , paragraph s

All responses to questions will be made by Addendum.

Question submitted by: David Herrmann SimplexGrinnell LP
Name Organization
Mail Form To: KINCAID & ASSOCIATES,
828 Main Street,
Suite 1402,
Lynchburg, Virginia 24504
or FAX to: (434) 455-1561




AUG-36-2818 @7:45

DGES-30-272
Rev, 02/01)
PREBID QUESTION FORM

(Uso separate Form for cnoh quastlon submitted.)
Date: EB!.:?OIIQ

Projoot: Replace Bire Alnrm Systers In Five (8) Bulldings
PCH 702-13942:29
‘The following question concems Dyawing Sheet (number) =SS0} BReED,; 2, BA '%' L
2.2A CALs For. LD ef Ve A bt%_
2.3 L Dt o S e Nsrg@ AL, NS
ANNUN, A4S A L4 VAR TedaN S6REEN. [S THE
NETWONL. ANNNGATDN. T (RE TOUCN. S pEW
DR G W AT THE mggg@zmw [z
EXpensie AED '2[591,[\.“ ALED ron. Bor
NeEruose, D:mmﬁ\ e T#Q'M?

The followlng question concerns Spacifioadons Section (mumber) FB'BS- i
page, /4 paregraph_~_ , Z., (e MEN

Bareres ANNUNGATORS. ERom_udVIOUAL, Ry,
LonrizoL. DANELS ARE pasted AL GRADME.
AND LAD, 00 we g +aE dodoeRABLY
Lezt EXPensd LN T*;pe ANNINZATOZ. ¢

All responses to gnestions witl be madoe by Addendum,

Guestion submitted by: M MIL B - &5 E;E.ﬁ@?‘ﬁl‘ﬂ o
Name Organization
Mall Farm To: KINGAID & ASSQCIATES, Eqpt. (o,
826 Maln Street,
Suite 1402,.

Lynchburg, Virginia 24504
orFAX 1o (434)455-1561

TOTARL P&t

P.21-61



B 1G-30-2010 ¢13:53P

DGES-30-2
(Rev, 02/01)

Project: Roy
PCH702-13
The followh
E( EAS
Sysiy
ALD 1EY
Bemoual
RIS,

FROM: COMMORJEALTH ELECTRI 8843269459 TO: 14344551561

72

PREBID QUESTION FORM
{Use separate Form for sach questlon submitted.)

Date: ﬁ‘[iQM
lace Filve Alarm Sysfems in Five (8) Buildings
42-29

At e
g question concerns Drawing Sheet (number}jsﬂi AtAdna

£ Cao¥ oA THAT THE  Wsel) fu ﬂ Al

n dFSAS e B Sucey oPcoxtowss
ELQEM_QMMMMM
Lot T g.;—(_sj:g S'gjj.}:mﬂ ag SAcH
s

The followir
page

g question concoms Speoifications Seetion (number) .
|, paragraph ____ __,

All responsgs fo questions wiil bo rando by Addondum,

Quostion submlited by: f CBE (’ c S
Nune Organization
Mall Form To: KINCAID & ASS0OCIATES,
828 Main Streef,
Suite 1402,

or FAX fo:

Lynchburg, Virginla 24504
(434) 455-1561

P.1-3



AUG-38-201@ 83:53P FROM: COMMONMEALTH ELECTRI 8843269459

DGES-A0-2472
(Rov, 02/01)
PRERID QUESTION FORM

Date;
Project;: Roplace Fire Alarm Sysfems In Five {8) Bulldings
PCHT02-13042-29

Al
“Tho followliig quostion concerns Drawing Sheet (number) $7 Sysfem;

T01 14394551564

{Usza separate Form for each guestion submitted.)

8o /2610

_ Doss__1t¢ _ABAsdmoed  Condlust IPomm
T _BEMoveD SYSTems pred Yo S

_ Keuhouved FEow EatPaseD AeAs ?

The foltowliig guestion concerns Speoifleations Sectlon (numbor) R

page_ | . paragraph__

All responssa to questicns will he made by Addendum.

Question supmitted by: o7~ CBE CES
Name Organlzation
Mall Form ot KINCAID & ASSOCIATES,
828 Main Stresf,
Sulte 1402,
Lynchburg, Virginla 24504

or FAX to; [(434) 455-1561

P.273



AUG-30-c818 83:54P FROM: COMMONWMEALTH ELECTRI 88432694353 Ta: 14344551561 P.373

DGS-30-372
{Rov, 02/01)
PREBID QUESTION FORM
(Use separate Vorm for each quistion submitted.)

Dute: _¥/30/ 7010

Troject: Roplace Fire Alnrm Systems in Rive (%) DulldIngs
PO 102-13042-29 A
‘the followliig question cencerns Drawing Shoot (numberYHOE AARM

_CAn) opens  (PUBLING. BE. GSED ine
o

ChwospnsDd AREAS o 1> A Comperre
LoaDeat  System 2rauesd?

The followihg question concerns Spacifloations Section {munber) \
page o puiagraph

All responsés ta questions will be roade by Addsndum,

# Question supmitted by: Jd C%& CE S

Nhre Organfzation
Mall Torm 'To: KINCAID & ASSQCIATES,

828 Main Strapt,

Suite 1402,

Lynchburg, Virginla 24504

or FAX fo: {(434) 455-1561




]
From: COMMUNECAT | ONS SPEGIALISTS 8045594479 0873072010 16:10 #086 P.001/004

DGS-30-272
(Rev. 02/01)

PREBID QUESTION FORM

{Use separate Form for each question subimilted.)

Date: 9[3& 2 {0

Project: Replace Five Alarm Systems in Five (8) Butldings
PC# 702-13942-29

The following question cencerns Drawing Sheet (umber)

The following question concerns Spseifications Section (number) 129 5T
page__ 2~ ,paragraph .Y L ) e

Will ¥he gweer pagoidy ﬂ.égaumfd
Fibe opre ¢ible fo  Commusicarnot berweet

Fioe alpaa parele  Awd Morwoet AN CHd Foes

P

All responses to questions will be mads by Addendum,

Question submitied by Prue T MNeg, Commu Vrttriod Foeotpit
Namd Organizatlon
Mail Form To: KINCAID & ASSQCIATES,
828 Main Sirest,
Suite 1402,

Lynchburg, Virginla 24504
or FAX to; (434) 455-156]



From: GOMMUNIGATIONS SPEGIALISTS 8045594479 08/30/2610 16:10 #086 P.002/004

DGS-30-272
(Rev. 02/01)

PRILBID QUESTION FORM

(Use separale Fomt for each guestion submitled.)

pae:_t9/30 2010
Project; Replnce Fire Alarm Systoms in Wive (5) Buildings
PCH 702-13942-29

The following question concerns Drawing Sheet (number)

The following question concerns Specifieations Seotion (nunber) 13850,
page_ 13, paregraph 2.4

€ A priwres bo he ,ijwkim‘? Wheee 12201}

IT _be Jocared

All rosponses to questions will be made by Addendum,

Question submitted by: P Ade  Jovee, Com menicinon Specs aet 417
Name Organization
Mail Form To: KINGAID & ASSOGIATES,
828 Mailn Strest,
Sulte 1402,
Lynchburg, Virginia 24504
or FAX to: (434) 455-1561



From:COMMUNICATIONS SPECIALISTS 8045594479 08/36/2010 16:11

DGS-30.272
(Rev. 02/01)
PREBID QUESTION FORM

{Use separais Fonn for each question submliited.}
Date:_§]2a] 200
Project: Replace Bive Atarm Systems in Five (5) Buildings
PCH 702-13942-29

The following question conecerns Drawing Sheet (number)

The following guestion concerns Specifications Section (number) 13450
page_ 12 pavagreph T,

NerWorr- Geiplie MwUvairoe . & frcsrm

Qeiphics + Yy Ved: Touchsceeeo wWhich win

peomir  dploadivg o€ Clisom  Did” = mipped
Geephics o d'fryf-:.f st . Thy will IQW
A L‘umpdl—(/& wirn__fouch Spacess s £ thy 14
Reéguuond  whee will dhe lpaparte ke 1teared.

All responses to questions will be made by Addendum,

Question submitted by: P ALt Cﬁ?l/ce, Comm BB pu &, et AelLr
Name Organization
Mail Form To: KKINCAID & ASSCOCIATES,
828 Main Slrest,
Sulte 1402,

Lynchburg, Virginla 24504
or FAX to: {434)455-1561

#086 P.003/004




From:COMMUNICATIONS SPECIALISTS 8045594479 0873072010 16:11

DGS-30-272
{Rev. 02/01)
PREBID QUESTYON FORM

{Use separate Form for each questlon submitted.)
Date: 5"! 50 /2010
Project; teplace Fire Alarnt Sysiems in Five (5) Bulldings
PCH 702-13942-29

The following question concemns Drawing Sheet (number)

‘The following question concerns Speolfications Section (number), 13850 R
-t -
page__ 5 pavagraph K . ,

Wil te  Fle pipem  Codrnieme _hpoe ds
hove his shop deawtdy, sraapadd ) Sca)ed by
N Probesciguat €n ginrzza b dpes  dt [/;Mcz’H?I
e Seme Yo 1AiVtiid b Asrcciaite o

Riifiew .

All responses ta questions will be made by Addendum.

Quostlon submitted by: P Nal J Ol! (s Lo mmusica !‘Iggh_—(p[ LLALrf+
Name Organization
Mail Form To: KINCAID & ASSOCIATES,
828 Maln Street,
Sulte 1402,

Lynchburg, Virginla 24504
or FAX to: {434)455-1561

#086 P.004/004



KINCAID & ASSOCIATES, PC

MECHANICAL * ELECTRICAL * PLUMBING - FIRE PROTECTION

828 MAIN STREET, SUITE 1402
LYNCHBURG, VA 24504

P.O, BOX 3476

LYNCHBURG, VA 24503

PHONE: 434-455-1560 - FAX: 434-455-1561

Proj. No.:

Date: Rev: /\
B, WILLIAMS 8/30/2010 10012 1

SK No.: SKE—1

Client:

DBVI

DWG No.. 10012E7

Proj

ect:
REPLACE FIRE ALARM SYSTEMS IN 5 BUILDINGS, AZALEA AVENUE CAMPUS

Scale: 3/32"=1"-0"

Subj

ech:
FIRE ALARM ANNUNCIATOR PANEL IN FOYER

Page: 1 of 3
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KINCAID & ASSOCIATES, PC

MECHANICAL - ELECTRICAL - PLUMBING * FIRE PROTECTION

828 MAIN STREET, SUITE 1402
LYNCHBURG, VA 24504
PHONE: 434-455-1560 + FAX: 434-455-1561

P.0. BOX 3478

LYNCHBURG, VA 24503

Date: Proj. No.: Rev: /\
B. WILLIAMS 8/30/2010 10012 1 SK No.: SKE-2
Client:
DBvI DWG No.. 10012E5
Project:

REPLACE FIRE ALARM SYSTEMS IN 5 BUILDINGS, AZALEA AVENUE CAMPUS

Scate: 3/32"=1"-0"

Subject:

FIRE ALARM CONTROL PANEL LOCATION

Page: 2 of 3
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KINCAID & ASSOCIATES, PC

MECGHANICAL - ELECTRICAL - PLUMBING - FIRE PROTECTION

§28 MAIN STREET, SUITE 1402 P.0, BOX 3476
LYNCHBURG, VA 24504 LYNCHBURG, VA 24503
PHONE: 434-455-1560 - FAX: 434-455-1561

Date: Proj. No.: Rew:
B. WILLIAMS 8/30/2010 10012 /1\ SK No.: SKE-3
Client:
DBVI DWG No.: 10012E15
Project:

REPLACE FIRE ALARM SYSTEMS IN 5 BUILDINGS, AZALEA AVENUE CAMPUS

Scale: 1/8"=1'-0"

Subject:
"FIRE ALARM CONTROL PANEL LOCATION IN DORMITORY BLDG

Page: 3 of
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